
CONSTRUCTION PLANS FOR 

ECUA Engineering Manual Reference Note* 
•noteshall be inserted in the upper right corner oftitle sheet 

• applicable only to ECUA infrastructure to be constructed in public ROW or in utility easement; not to be1son cres applied to private waterhewerfacilities on private property (see Sul/ding Code) 

A PROPOSED 85 LOT RESIDENTIAL SUBDIVISION OF A PORTION OF GENERAL NOTES: 
1. CONTRACTOR SHALL NOTIFY ESCAMBIA COUNlY ENGINEER 48 HOURS PRIOR TO COMMENCEMENT OF THIS PROJECT. 

2. IT IS THE RESPONSIBILllY OF THE CONTRACTOR TO WIPE OUT OR ADJUST THE CROWN WHERE SO NOTED BY THE ENGINEER AND/OR REQUIRED FOR POSITIVE DRAINAGE. 

3. PROPERlY OBSTRUCTIONS WHICH ARE TO REMAIN IN PLACE, SUCH AS BUILDINGS, SEWERS, DRAINS, WATER, OR GAS PIPES, CONDUITS, RAILROAD TRACK, POLES, WALLS, 
POSTS, BRIDGES, ETC., ARE TO BE CAREFULLY PROTECTED AND ARE NOT TO BE DISPLACED. UNLESS NOTED. 

4. THE CONTRACTOR SHALL NOTIFY THE SUPERINTENDENTS OF THE WATER, GAS, SEWER, TELEPHONE. AND POWER COMPANIES 10 DAYS IN ADVANCE, THAT HE INTENDS TO 
START WORK IN A SPECIFIC AREA. THE OWNER DISCLAIMS ANY RESPONSIBILllY FOR THE SUPPORT AND PROTECTION OF SEWERS, DRAINS, WATER PIPES, GAS PIPES, CONDUITS 
OF ANY KIND, UTILITIES OR OTHER STRUCTURES OWNED BY THE CITY, COUNlY, STATE OR BY PRIVATE OR PUBLIC UTILITIES LEGALLY OCCUPYING ANY STREET, ALLEY, PUBLIC 
PLACE, OR RIGHT-OF-WAY. 

5. LOCATION OF EXISTING UTILITIES SHOWN ON PLANS ARE APPROXIMATE ONLY. IT SHALL BE THE RESPONSIBILllY OF THE CONTRACTOR TO VERIFY THE LOCATION BEFORE 
CONSTRUCTION. FAILURE OF THE PLANS TO SHOW THE EXISTENCE OF ANY UNDERGROUND UTILITIES, STRUCTURES, ITC.• SHALL NOT RELIEVE THE CONTRACTOR FROM THE 
RESPONSIBILllY OF PRESERVING AND PROTECTING SAID UTILITY OR STRUCTURES. 

6. CONTRACTOR SHALL DISPOSE OF BY HAULING AWAY ALL EXCESS MATERIAL. 

7. THE DEVELOPER/ CONTRACTOR SHALL INSTALL PRIOR TO THE START OF CONSTRUCTION AND MAINTAIN DURING CONSTRUCTION ALL SEDIMENT CONTROL MEASURES AS 
REQUIRED TO RITAIN ALL SEDIMENTS ON THE SITE. IMPROPER SEDIMENT CONTROL MEASURES MAY RESULT IN CODE ENFORCEMENT VIOLATION. CONTROL OF SEDIMENTATION 
AND EROSION SHALL BE THE CONTRACTOR'S RESPONSIBILITY. AREAS OF CONTROL AND lYPICAL SECTION OF BARRIER ARE SUGGESTIONS ONLY AND DOES NOT RELIEVE THE 
CONTRACTOR OF ANY OF HIS RESPONSIBILITY. 

8. WHERE UNSUITABLE MATERIALS ARE ENCOUNTERED IN THE PAVED AREAS, THE UNSUITABLE MATERIAL SHALL BE EXCAVATED AND THE AREA BACK FILLED WITH GOOD SAND 
AND SAND/CLAY MATERIALS. THE SAME SHALL APPLY WHERE THE SUB-BASE IS SUBJECT TO RISING WATER TABLE. 

9. CONTRACTOR SHALL BE RESPONSIBLE FOR THE STABILIZATION OF STREET AND ROAO SHOULDERS IN ACCORDANCE WITH REQUIREMENTS OF ESCAMBIA COUNlY L.D.C. AND 
F.D.O.T. SPECIFICATIONS FOR ROAD AND BRIDGE CONSTRUCTION, LATEST EDITION. 

10. WATER SUPPLY FACILITIES, INCLUDING MAINS, SHALL BE INSTALLED. CLEANED, DISINFECTED, AND BACTERIOLOGIC ALLY CLEARED FOR SERVICE IN ACCORDANCE WITH THE 
LATEST APPLICABLE AWWA STANDARDS AND COORDINATED WITH LOCAL UTILllY ENGINEER/INSPECTOR IN ACCORDANCE WITH ECUA"S STANDARDS. 

11. CONTRACTOR SHALL BE RESPONSIBLE FOR AND COMPLY WITH ANY TESTING REQUIRED BY THE LOCAL GOVERNING AGENCY IN ADDITION TO THE TESTING REQUIREMENTS 
OUTLINED IN THE SPECIFICATION. 

12. GRADING AROUND TREES WHICH ARE TO REMAIN SHALL BE AWAY FROM THE TREE IN A MANNER TO CAUSE NO DAMAGE TO THE TREE 

13. SOD SHALL BE PLACE IN ACCORDANCE WITH SEC. 573 F.D.O.T. SPECIFICATIONS. 

14. PIPELINE CONTRACTOR SHALL BE RESPONSIBLE FOR INLET TOPS AND THROATS. 

15. NOTIFY COUNlY ENGINEER 24 HOURS BEFORE BEGINNING EVERY PHASE OF CONSTRUCTION 

16. CONTRACTOR SHALL MAINTAIN RECORD DRAWINGS DURING CONSTRUCTION WHICH SHOW ASBUILT CONDITIONS OF ALL WORK INCLUDING PIPING, DRAINAGE STRUCTURES, 
OUTLET STRUCTURES, DIMENSIONS, ELEVATIONS, GRADING ITC. RECORD DRAWINGS SHALL BE PROVIDED TO THE ENGINEER OF RECORD PRIOR TO REQUESTING FINAL INSPECTION. 

17. ALL PROPOSED UNDERGROUND UTILITIES WITHIN THE RIGHT-OF-WAY SHALL BE INSTALLED PRIOR TO PAVING. NO STREITS UNDER THE TWO YEAR WARRANTY WILL BE 
ALLOWED TO BE OPEN-CUT OR JACK AND BORED. TO ACCOMPLISH THIS REQUIREMENT, COMMON TRENCHING IS REQUIRED. COMMON TRENCHING SHALL NOT TAKE PLACE 
UNTIL ALL ROW ROUGH GRADES HAVE BEEN ESTABLISHED TO ENSURE PROPER UTILITY DEPTHS. IF COMMON TRENCHING IS NOT A FEASIBLE OPTION. THE DEVELOPER SHALL 
INSTALL CONDUIT FOR THE UTILllY NOT PARTICIPATING IN THE COMMON TRENCHING FOR ALL ROAD CROSSINGS AND THE UTILllY COMPANY WILL BE REQUIRED TO USE THE 
CONDUIT. THIS SHALL REQUIRE PLANNING BITWEEN THE DEVELOPER AND THE UTILllY. 

18. ROUGH GRADING OF RIGHT OF WAY MUST BE ESTABLISHED PRIOR TO COMMON TRENCH UTILITY INSTALLATION TO ENSURE UTILITIES ARE INSTALLED AT PROPER DEPTHS. A 
MINIMUM OF 30" OF COVER IS REQUIRED OVER ALL UTILITIES. THIS DIMENSION SHALL BE MEASURED FROM PROPOSED GRADE IF ROAD IS IN FILL AND MEASURED FROM TOP 
OF CURB IF ROAD IS IN CUT. 

19. CONTRACTOR SHALL NOTIFY ENGINEER OF RECORD AT LEAST 2 WEEKS PRIOR TO PLACEMENT OF BASE MATERIAL TO ASSIST IN COORDINATION OF ALL OTHER 
UNDERGROUND UTILITIES. 

20. ON SITES >1 ACRE, IF >1 CONTIGUOUS ACRE IS CLEARED, A GROUND COVER SUFFICIENT TO PREVENT EROSION SHOULD BE PLANTED OR OTHERWISE STABILIZED WITHIN 
10 WORKING DAYS ON THAT PORTION OF THE SITE UPON WHICH FURTHER ACTIVE CONSTRUCTION WILL NOT BE UNDERTAKEN WITHIN 90 DAYS. 

21. THE PROJECT ENGINEER (ENGINEER OF RECORD) SHALL PROVIDE TO ESCAMBIA COUNTY "ASBUILT" RECORD DRAWINGS FOR VERIFICATION AND APPROVAL BY ESCAMBIA 
COUNlY ONE WEEK PRIOR TO REQUEST A FINAL INSPECTION, OR PROVIDE ASBUILT CERTIFICATION THAT THE PROJECT CONSTRUCTION ADHERES TO THE PERMITTED PLANS AND 
SPECIFICATIONS. THE ASBUILT CERTIFICATION OR THE ASBUILT RECORD DRAWINGS MUST BE SIGNED AND SEALED AND DATED BY A REGISTERED FLORIDA PROFESSIONAL 
ENGINEER. 

22. ALL DISTURBED AREAS WHICH ARE NOT PAVED SHALL BE STABILIZED WITH SEEDING, FERTILIZER AND MULCH, HYDROSEED AND/ OR SOD. SEEDED AREAS SHALL INCLUDE 
A BAHIA MIX TO ENSURE CONTINUED GROWTH AFTER WINTER MONTHS IN ACCORDANCE WITH FOOT SECTION 570 AND STANDARD INDEX 105 

23. THE OWNER OR HIS AGENT SHALL ARRANGE/ SCHEDULE WITH HE COUNlY A FINAL INSPECTION OF THE DEVELOPMENT UPON COMPLITION AND ANY INTERMEDIATE 
INSPECTIONS AT (850) 595-3472. ASBUILT CERTIFICATION IS REQUIRED PRIOR TO REQUEST FOR FINAL INSPECTION/ APPROVAL. 

24. ALL ASPECTS OF THE STORMWATER/ DRAINAGE COMPONENTS AND OR TRANSPORTATION COMPONENTS SHALL BE COMPLITED PRIOR TO REQUESTING A FINAL INSPECTION. 

25. NO DEVIATION OR REVISIONS FROM THESE PLANS BY THE CONTRACTOR SHALL BE ALLOWED WITHOUT PRIOR APPROVAL FROM BOTH THE DESIGN ENGINEER. ESCAMBIA 
COUNlY, AND ECUA. ANY DEVIATIONS MAY RESULT IN DELAYS IN COUNTY ACCEPTANCE OF IMPROVEMENTS. 

26. DENSllY TESTS AND CORE SAMPLES WILL BE REQUIRED TO DEMONSTRATE COMPLIANCE WITH COUNlY STANDARDS PRIOR TO FINAL ACCEPTANCE OF ROADWAY 
IMPROVEMENTS. 

27. TO COMPLY WITH NPDES REQUIREMENTS, ALL EROSION CONTROL MEASURES SHALL BE INSPECTED AFTER EACH 1/2" RAINFALL EVENT OR AT LEAST WEEKLY. THE 
CONTRACTOR SHALL DOCUMENT SUCH INSPECTIONS AND EROSION CONTROL MAINTENANCE EFFORTS; INSPECTION RECORDS SHALL BE PROVIDED TO THE NPDES PERMIT 
APPLICANT FOR PROPER REPORTING TO FDEP. 

2B. NOTIFY SUNSHINE UTILITIES 48 HOURS IN ADVANCE PRIOR TO DIGGING WITHIN R/W. 1-800-432-4770 

29. ECUA INSPECTOR OR AUTHORIZED REPRESENTATIVE MUST OBSERVE ALL CONNECTIONS TO ECUA'S EXISTING WATER AND SANITARY SEWER SYSTEMS. 

30. lYPE 1 CURB CUT DRIVEWAYS ARE TO BE USED FOR ALL UTILllY ACCESS POINTS. 

31. ELECTRIC/PHONE/CABLE/GAS STRUCTURES INSTALLED WITHIN DRAINAGE ACCESS EASEMEl1TS SHALL BE LOCATED ALONG THE BOUNDARY OF THE EASEMENT TO MAXIMIZE CLEAR 
ACCESS FOR MAINTENANCE EQUIPMENT. 

32. THE SUBGRADE IS TO BE TESTED FOR COMPACTION AT A FREQUENCY OF NOT LESS THAN ONE TEST PER 300 LINEAR FEIT IN THE PROPOSED ROADWAY AREAS. COMPLIANCE 
TESTS WITHIN THE FILL/BACKFILL AREAS ARE TO BE PERFORMED AT A FREQUENCY OF NOT LESS THAN ONE TEST PER 300 LINEAR FEIT. 

33. ALL CONCRITE PIPE JOINTS SHALL BE WRAPPED WITH FABRIC/SOCK. 

34. A HEALTHY GROWTH OF GRASS WITHIN DISTURBED RIGHT-OF-WAY AREAS IS REQUIRED PRIOR TO COUNTY APPROVAL /ACCEPTANCE. IF TIME CONTRAINTS EXIST DURING THE 
FINAL PLAT APPROVAL AND ACCEPTANCE PROCESS, A MINIMUM OF TWO STRIPS OF SOD (MINIMUM 2° WIDE) BEHIND THE BACK OF CURB WITH ALL OTHER DISTURBED AREAS 
SEEDED /MULCHED/FERTILIZED WILL BE ACCEPTABLE. 

35. SAG FILTERS IN CURB THROATS ARE NOT AN ALLOWABLE SEDIMENT CONTROL METHOD. 

36. THE CONTRACTOR SHALL NOTIFY THE ENGINEER OF RECORD AT LEAST TWO WEEKS PRIOR TO PLACEMENT OF BASE MATERIAL TO ASSIST IN THE COORDINATION OF ALL OTHER 
UNDERGROUND UTILITIES. 

37. A MINIMUM ONE (1) FOOT GROUND COVER IS REQUIRED FOR ALL UNDERGROUND PIPES. 

38. CONSTRUCTION PLAN APPROVAL IS REQUIRED TO DOCUMENT THE DESIGN OF INFRASTRUCTURE TO ADEQUATELY SERVE THE CREATED LOTS. THE APPROVAL ALLOWS THE 
CONSTRUCTION O FTHE SUBDIVISION INFRASTRUCTURE TO PROCEED. BUT IT DOES NOT ALLOW DEVELOPMENT ON THE INDIVIDUAL SUBDIVISION LOTS. PROPOSED RESIDENTIAL LOTS 
SHALL REMAIN IN THEIR NATURAL STATE (TREES INCLUDED) UNTIL SUCH TIME AS A BUILOING PERMIT FOR THE DWELLING IS ISSUED. FUTHERMORE, PER CODE, NO LAND 
DISTURBANCE ACTIVITIES SHALL OCCUR ONSITE, INCLUDING LAND CLEARING, PLACING OF FILL MATERIALS, GRADING ACTIVITIES, ETC. OR THE REMOVAL OF TREES, UNTIL SUCH TIME 
AS CONSTRUCTION PLANS ARE APPROVED AND APPROPRIATE PERMIT(S) ARE ISSUED FOR THE DEVELOPMENT WORK OR OTHERWISE. 

39. THERE ARE NO HERITAGE OR CHAMPION TREES ONSITE. 

40. ALL TREE REMOVAL, LAND CLEARING, PLACEMENT OF FILL. & ANY OTHER LAND DISTURBING ACTIVITIES AS DEFINED IN ESCAMBIA COUNlY'S LAND DEVELOPMENT CODE SHALL 
BE PERMITTED OR OTHERWISE APPROVED BY THE COUNlY PRIOR TO INITIATION OF SITE WORK. 

WELLHEAD PROTECTION NOTE: 
THE SUBJECT PARCEL FALLS WITHIN THE TRAVEL TIME CONTOURS OF PROTECTED (POTABLE) 
WELLHEADS. CONTRACTORS SHALL BE RESPONSIBLE FOR REPORTING SPILLS OF POTENTIALLY 
HAZARDOUS SUBSTANCES (I.E. GASOLINE, DIESEL FUEL, HYDRAULIC FLUID, CLEANING PRODUCTS, 
CHEMICALS, ETC.) TO THE APPROPRIATE STATE (FDEP STATE WARNING POINT 1-800-320-0519) 
AND LOCAL (ECUA-EMERALD COAST UTILITIES AUTHORITY (850) 476-5110 AND ESCAMBIA COUNTY 
HEALTH DEPARTMENT/ENVIRONMENTAL HEALTH 595-6712) AGENCIES. 

FLOOD ZONE NOTE: 
THE SUBJECT PROPERTY AS SHOWN HEREON IS LOCATED IN FLOOD ZONE X, (MINIMAL RISK AREAS 
OUTSIDE THE 1-PERCENT AND .2-PERCENT-ANNUAL-CHANCE FLOODPLAINS. NO BFEs OR BASE 
FLOOD DEPTHS ARE SHOWN WITHIN THESE ZONES), AS DETERMINED FROM THE FEDERAL EMERGENCY 
MANAGEMENT AGENCY FLOOD INSURANCE RATE MAP OF ESCAMBIA COUNTY, FLORIDA, COMMUNITY 

SECTION 21, TOWNSHIP 1 NORTH, RANGE 30 WEST 
ESCAMBIA COUNTY, FLORIDA 

MAY2021 

~-l"" c", -"--".' 

•'-"""""" !~" 
/V;;~~~-( t 
, ""~·', I 
I ~: ,~---· ':_--~-:'"~~~-, 

'1 

VICINITY MAP 
(NOT TO SCALE) 

INDEX OF DRAWINGS 
SHEET DESCRIPTION 

1 COVER SHEET 

EXISTING CONDITIONS2 

SITE/UTILITY PLAN3 
-4 LOT DIMENSION PLAN NORTH 
-5 LOT DIMENSION PLAN SOUTH 

6 SITE/UTILITY PLAN - NORTH 
-7 SITE/UTILITY PLAN SOUTH 

B DRAINAGE PLAN 
-9 DRAINAGE PLAN NORTH 

10 DRAINAGE PLAN - SOUTH 

11 PLAN/PROFILE - BLISS LANE OWNER AND DEVELOPER 
12 PLAN/PROFILE - LEIGH LOOP 

TEN MILE ROAD, LLC 
13 PLAN/PROFILE - LEIGH LOOP 5805 SAUFLEY FIELD ROAD 
14 PLAN/PROFILE - MISC. STORMWATER PIPES PENSACOLA, FL 32526 
15 PLAN/PROFILE - OFFSITE PHONE: (850) 572-3005 
16 ROAD DETAILS 

17 DRAINAGE DETAILS SURVEYOR 
18 RETENTION POND DETAILS 

MERRILL PARKER SHAW, INC. 
4928 N. DAVID HWY 

PENSACOLA, FL 32503 

CONTRACTOR SHALL NOTIFY SUNSHINE I 48 HOURS PRIOR TO P: (850)478-4923 
COMMENCING CONSTRUCTION 1-800-432-4770 

DRAINAGE FEE GULF POWER CO. ~ 429-2603 
Imperv. Surf. 68,538 Sq ft 

AT&T ~ 436-1489 Stormwater Ret. _75 % (F) 

ECUA ~ 969-5823 Total Drainage Fee $2,570.18 

Pond Maint. Fee: MSBU 
PENSACOLA ENERGY~ 474-5309 

A. ECUA Engineering Manual Incorporated by Reference 

The ECUA Engineering Manual, dated December 18, 2014, along with Update I# 1 
dated September 1, 2016 (hereinafter "Manual"), located at www,ecua.fl.gov, is 
hereby incorporated by reference into this Project's official contract documents as if 
fully set forth therein. It is the Contractor's responsibility to be knowledgeable of the 
Manual's contents and to construct the Project in accordance with the Manual. The 
Contractor shall provide its employees access to the Manual at all times, via Project 
site or office, via digital or paper format. In the event of a conflict between the 
Manual and Plans, Contractor shall consult Engineer of Record for proper resolution. 

B. Additional Documents (to be completed by the Engineer ofRecord/ 

Does this Project have additional technical specifications or construction details that 
supplement and/or supersede the Manual listed .above? DYES NO:Ei. If yes, 
Contractor shall construct Project in accordance with said documents as listed and 
located below: 

Document Name 
Document Type Location 

Specif!-
cation 

Detail Plans· Project 
Manual* 

□ 
□ 
□ 

□ □ □ 
□ □ □ 
□ □ □ 
□ □ □ □ 

*Project Manuals used only with ECUA OP Projects 

C. Engineer ofRecord Responsibilities 

The Engineers of Record (EORs) that have affixed their seals and signatures on these 
plans warrant their portions of the plans have been designed in accordance with the 
Manual (unless otherwise directed by the ECUA Project Engineer). The EORs shall be 
knowledgeable of the Manual's contents and shall assume responsibility for its use 
on this Project. 

LEGAL DESCRIPTION: 

Commence ~t the Southeast corner of Section 21, Township I North, Range 30 West, Escambia 
C?unty, rlonda; th~nce go South 89 degrees 51 minutes 46 seconds West along the South line of 
said secuon for a dIStance of2421.17 feet; thence departing said South section line go North 00 
degrees 02 ~inutes 01 seconds _East for a distance of 33,00 feet to the North right of way line of 
West Ten Mile Road (66 foot nght of way); thence go North 89 degrees 51 minutes 46 seconds 
East along said right ofway for a distance of 30.00 feet to the Point ofBeginning; thence continue 
North 89 degrees 51 mmutes 46 seconds East for a distance of 503.75 feet; thence departing said 
North right ofway go North 13 degrees 10 minutes 48 seconds West for a distance of286.15 feet; 
thence go North JO de!lfees 47 minutes 40 seconds West for a distance of 585.21 feet; thence go 
North_ 80 degrees 26 mum:•' 37 seconds E:15t for adistance of 282.20 feet to the Westerly right of 
way hne of the ~•mt Loms and San Franc1Sco fuiHroad (JOO foot right of way); thence go North 
17 degrees 26 mm?tes 3_8 seconds West along said Westerly right of way for a distance of 538.07 
feet; ~•nee departmg said Westerly right ofway go North 89 degrees 57 minutes 59 seconds West 
for a distance of673. J1 feet; thence go South 00 degrees 02 minutes O I seconds West for a distance 
of 621,96 feet; thence go North 89 degrees 57 minutes 11 seconds East for a distance of 228.08 
fe~t; thence g? S?uth 00 de~rees 02 minutes 01 seconds West for a distance of 793.52 feet to the 
Pomt of Begmnmg. All lymg an~ being in Section 21, Township l North, Range 30 West, 
Es~bia County_, Flonda, mcludmg the 30~foot ,ingress/egress easement of record found at 
Offic1al Records Book 3428, Page 737. 

ApproveA 0&tu piw ~~J '! -u 
~e Date 

This_document has been reviewed in accordance with 
reqmrements of applicable Escambia County 
Rcgulatrnns and _Ordinances, and does not in any way 
relieve_ the submittmg Architect, Engineer, Surveyor, or 
other signatory from responsibility of details as drawn. 

120080, FIRM MAP PANEL NUMBERS 12033C0295G, MAP REVISION DATED SEPTEMBER 29, 2006. SHEETNO. l 
PROJECT NO. 20-015 

https://of286.15
https://of2421.17
https://www,ecua.fl.gov
https://2,570.18
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ALL WORK SHALL BE CONSTRUCTED IN ACCORDANCE WITH 
THE MOST RECENT EDITION OF ECUA'S ENGINEERING MANUAL 
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WELLHEAD PROTECTION NOTE: 
THE SUBJECT PARCEL FALLS WITHIN THE TRAVEL TIME CONTOURS OF PROTECTED (POTABLE) 
WELLHEADS. CONTRACTORS SHALL BE RESPONSIBLE FOR REPORTING SPILLS OF POTENTIALLY 
HAZARDOUS SUBSTANCES (I.E. GASOLINE, DIESEL FUEL, HYDRAULIC FLUID, CLEANING PRODUCTS, 
CHEMICALS, ETC.) TO THE APPROPRIATE STATE (FDEP STATE WARNING POINT 1-800-320-0519) 
AND LOCAL (ECUA-EMERALD COAST UTILITIES AUTHORITY (850) 476-5110 AND ESCAMBIA COUNTY 
HEALTH DEPARTMENT/ENVIRONMENTAL HEALTH 595-6712) AGENCIES. 

WELLHEAD TIME OF TRAVEL CONTOUR NOTE: 
THE PROJECT SITE IS FULLY WITHIN THE 20-YEAR TIME OF TRAVEL 
CONTOUR OF AN EXISTING PROTECTED, POTABLE ECUA WELLHEAD. 

WETLAND TABLE 

ISOLATED WETLANDS 0.377 ACRES 
ISOLATED SURFACE WATER 0.388 ACRES 

WETLAND NOTES: 
1. ALL FEATURES ARE TO BE FILLED 
2. NO MITIGATION IS REQUIRED PER NWFWMD PERMIT #: IND-033-296798-1 
3. IT WAS DETERMINED THAT THE WETLANDS AND SURFACE WATERS TO BE FILLED 
ARE NOT JURISDICTIONAL TO ACOE. THEREFORE NO FEDERAL PERMIT IS REQUIRED. 

LE_G Ei'J D_:_ 
X ~ ACTUAL CORNER NOT LOCATED 
(D~ 112· CAPPED IRON ROD, NUMBER 6993 (FOUNDl 
@~ 1/2• CAPPED IRON ROD, NUMBER 1748 (FOUND 
..... s;a· PLAIN IRON ROD, UNNUMBERED (FOUND) 
iS)~ 1/2" CAPPED IRON ROD, ILLEGIBLE (FOUND) 
P.C. ,.,. POINT OF CURVATURE 
P.T. ~ POINT OF TANGENCY 
P.R.M. ~ PERMANENT REFERENCE MONUMENT 
R/W ~ RIGHT OF WAY 
B.S.l. ~ BUILDING SETBACK LINE 
(P) ~ PLATTED INFORMATION 
(F) ~ FIELD MEASUREMENT/ INFORMATION 
(D) ~ DEED / INFORMATION 
~------f------- ~ INDICATES NOT TO SCALE - , - , - ~ 6' CHAINLINK FENCE WITH BARBED WIRE 
- " - " - ~ 4' WIRE FENCE 
------0--0---- ~ 5' BARBE□ WIRE FENCE 
- DC - DC - ,., OVERHEAD ELECTRICAL LINE 

wv en, ~ UTILITY POLE 

LX] ~ WATER VALVE/MffiR 
r;ra ~ MAILBOX 
@ ,.,, FIBER-OPTIC SIGN 

~ ~ BENCHMARK 

,.., CONTOUR LINE 
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COMMENCEMENT 

THE SOUTHEAST CORNER OF 
SECTION 21,TOWNSHIP 1 NORTH, 

RANGE 30 WEST, 
ESCAMBIA COUNTY, FLORIDA 

NUMBER "LU-

PLOT 5/12/21DATE 
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Ii< 0

Q 0 
r::t::r::t:: 
p.. p.. 

~ 
Ii< 
0 

~ ~ r::t::.,: 
0Q 
o::i 

r./l 

~ u 
< z 
0 
r./l 
~ 

~ 

< 
~ 

c " < 
0 

~ 
> 
~ 

•
•" , 
s 

DRAWN BY: 

A.BURKETT 

DESIGNED BY: 

D. FITZPATRICK 

"' ~ 
:i:<L 

~ 
....:l 
P-s 

5....... rs ....... 
....:l 
0 
~ 
~ 
Q-V1 

5 ....... rs ....... 
Q 

5 
u 
C, 

~ rs 
V1 ....... 
>< 
~ 

SOUTH LINE OF SECTION 21 

BENCHMARK: 447-18-B 
NAIL AND DISK, 
NUMBERED 7174 
ELEVATION= 124.36' 

~n.. ,,,......._ 015 



ALL WORK SHALL BE CONSTRUCTED IN ACCORDANCE WITH 
THE MOST RECENT EDITION OF ECUA'S ENGINEERING MANUAL 
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WELLHEAD PROTECTION NOTE: 
THE SUBJECT PARCEL FALLS WITHIN THE TRAVEL TIME CONTOURS OF PROTECTED (POTABLE) 
WELLHEADS. CONTRACTORS SHALL BE RESPONSIBLE FOR REPORTING SPILLS OF POTENTIALLY 
HAZARDOUS SUBSTANCES (I.E. GASOLINE, DIESEL FUEL, HYDRAULIC FLUID, CLEANING PRODUCTS, 
CHEMICALS, ETC.) TO THE APPROPRIATE STATE (FDEP STATE WARNING POINT 1-800-320-0519) 
AND LOCAL (ECUA-EMERALD COAST UTILITIES AUTHORITY (850) 476-5110 AND ESCAMBIA COUNTY 
HEALTH DEPARTMENT /ENVIRONMENTAL HEALTH 595-6712) AGENCIES. 

WELLHEAD TIME OF TRAVEL CONTOUR NOTE: 
I THE PROJECT SITE IS FULLY WITHIN THE 20-YEAR TIME OF TRAVEL 

I CONTOUR OF AN EXISTING PROTECTED, POTABLE ECUA WELLHEAD. 
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ALL WORK SHALL BE CONSTRUCTED IN ACCORDANCE WITH 
THE MOST RECENT EDITION OF ECUA'S ENGINEERING MANUAL 

NORTH 

I CD/==-=~-x..::.x--"=-=- ..xx: -~,-;;;;, >.:.x __.;;=,::: 

PROPOSED 
SS LAMPHOLE /12

PROPOSED 
2• FLUSH HYDRANT 

STA: 10+47.03 

I 
TOP ELEV: 130.70 
INV OUT ELEV: 127.40 

I 

LOT PROPOSED CURB INLET 
STRUCTURE /19 
STA: 10+47.22 
THROAT ELEV: 130.47 

PROPOSED 2• PVC INV ELEV: 125.25 
WATER MAIN I 

I 
PROPOSED LOT 16 
118 LF 1s• RCPPROPOSED 
O SL•0.42%·c·BLOCK 98 Lf a• SS PVC 

C SL=0.41n 
LOT 2 PROPOSED

PROPOSED 5,__.....-e>--f+-J!f--+J 14• STEEL CASING 
UTit.m' EASEMEITT I 

I 
PROPOSED STREJT 

PROPOSED I NAME SIGN #3 

I 
s·xs· TEE W/ T.BLOCK I 
-(2) s· GATE VALVEs _ _,.",.~"i

-s·x2· REDUCER 

PROPOSED 
SS MANHOLE 13 

LOT 3 STA: 11+45.00 

I 
STA: 27+91.84 

00 2'z 
-

LOT 8 
PROPOSED s• 45' 
BEND W/ T.BLOCK 

\ 

\ 

\ 

I 

TOP ELEV: 131.49 
INV IN ELEV: 127.00 

INV OUT ELEV: 126.90 

PROPOSED CURB INLET 
STRUCTURE #10 

STA: 11+61.55 
STA: 28+12.37 

THROAT ELEV: 131.24 
INV ELEV: 128.25 

PROPOSED 
34 LF 1s• RCP 

@ SL=0.29% 

-- . 

/ PROPOSED (5) UTlUTY CONDUITS; -
( COOROINATE wm-1 UTILITY 

COMPANIES FOR DESIGN; 
CONTACTS ON COVER SHEET 
(TYPICAL) 

I 

I 
LOT 15 

I 
PROPOSED CURB INLET 

PROPOSED 
• 

STRUCTURE #11 
1B0 LF B• SS PVC STA: 27+78.23 

LOT ~ O Sl=0.40,:; STA: 11+65.24 
THROAT ELEV: 131.10 
W. INV ElEV: 128.15 LOT 16
E. INV ELEV: 126.00 
N. & S. INV ELEV: 124.75 

I I 
LOT 6 

OT 17I 
I 

PROPOSED 
82 LF 30• PEP 
C Sl=0.30~ 

I 
PROPOSED JB 
STRUCTUREI 

I 

613 

I I ILOT 8 
(SEPTIC TANK LOT) 

°"" srn~\~·Fll :,
VIN"l R_S DFNC[ I ,-+~-"' 

,1 
t-------------------~~---":~_,_,;_·_11~_'_,"-:'_:_~_,;_'_,_,~_v_l_~__J'~J 

I
I ,,~ I 

BLOCK ·c· 

I 

LOT 9 
:,, 

PROPOSED 
28 LF 30• RCP 

0 SL=0.89% 

I v, 
I ~ 

PROPOSED CURB INLET 
\S1RUCTURE #15 

STA: 15+91.14 
THROAT ELEV: 131.67 

INV ELEV: 121.50LOT 10 

PROPOSED 6" 45" 
BEND W/ T.BLOCK 

LOT 11 
PROPOSED 

SS MANHOLE #6 
STA: 15+97.08 j

I TOP ELEV: 131.86 / 
INV IN ELEV; 124.89 

INV OUT ELEV: 124.79 /- - - - _,

L ~ 
1 I 

I 

j I 

I 

0 

j •L-Wl1-f"'I INV OUT ELEV: 125.62 

BLOCK 
LOT 15 LOT 14 

PROPOSED 
PROPOSED 5• PVC406 lF 8• SS PVC WATER MAIN0 Sl=1.02,C 

PROPOSED 

-6• GATE VALVE 

" 

oo+gz 

PROPOSED 
225 LF 18• PEP 

PROPOSED CURB INLET 
STRUCTURE f/7 

-FIRE HYDRANT ASSEMBLY IJ3 STA: 25+23.32 
THROAT ELEV: 133.07 
INV ELEV: 127.50 

s 

SL=0.56~ PROPOSED CURB INLET 
PROPOSEDSTRUCTURE 1B 
41 LF 1a· RCPSTA: 25+53.44 
0 SL=0,61%THROAT ELEV: 132.79 

LOT 14 

I 
I 

5•_,.j 
PROPOSED 5' ____..j 
PRIVATE DRAINAGE -- - I 
~EMEITT 
{'1YP AU. LOT LINES) 

- _J 

STA: 14+06.86 LOT 18 
TOP ELEV: 133.50 
INV ELEV: 124.05 

PROPOSED : ' ' 
PROPOSED e· 22.s· 

D SL=0.41~ 
88 LF a• SS PVC 

BEND W/ T.BLOCK '1-l&ll---..III r,' ' /:,PROPOSED 5• 45" ~+-t-l/1--.-I STA: 14+16.89 
INV IN ELEV, 125.72 

BEND W/ T.BLOCK ITOP ELEV: 132.87 )T 19l ~ 

INV ELEV: 127.25 

--- I 

I 

~----J 
----7 

\'/EST EAST 

\ SOUlli 

40' 20' 0 40' 

\ 
BLOCK 'B' SCALE 1'' = 40'

\ 
LOT 10 

\ 
LOT 13 LOT 12 

BLOCK 
LOT 13 LOT 12 LOT 11 

I
I I I 
I I I/-5' I I 
I I I 

1----

,--

I 

PROPOSED BLOCK 'D' 
183 LF 30• PEP 

PRO:o::~o.,,. 

I 181 lF •• ss PVC 

I o sc~o.,o, PRO~~~o 2 LOT 3 

182 LF 8• SS PVC PROPOSEDI LOT 1 D SL=0.40% 14• STEEL CASING 

,1 PROPOSED CURB INLET PROPOSED CURB INLET 
STRUCTURE 1/5

STRUCTURE f14 STA: H+SS.el 
j STA: 15+91.14 THROAT ELEV: 131.67 

THROAT ELEV: 131.67 INV ELEV: 127.50 
E. INV ELEV: 127.00 
N. INV ELEV: 123.50 

\ SW. INV ELEV: 121.75 

~----......... __ _ 
ss--

~--- -1 PROPOSED 
PROPOSED 5, 145 Lf 24• PEP 
UTILITY OOEMENT O SL=0.34% 

PROPOSED 6" 45' 
BEND W/ T.BLOCK 

PROPOSED PUBLJC 
ORAINAGE/JrCCESS 
EASEMENT 

- ia+OO 

= 

s----=---,: 
- -

\ 

PROPOSED \\\ 
33 LF 18- RCP I 

~ 

LOT 18 I ::: \ LOT 18 
I I U+,-\1\-r~· ~ 

PROPOSED (5) UTILITY CONDUITS; \ o 
COORDINATE WITH UllUTY 

LOT 19 
PROPOSED 

COMPANIES FOR DESIGN; \ \' \272 LF 30• PEP 
CONTACTS ON COVER SHEET \ \\C SL=0.15,: 
(Tl'PICAL) II I I 

\ PROPOSED I 
\ \4DOLF8.SSPVC \

L----~L----_JL-----7l~t1\~\1~~~f-"'rt•\o sc~o.40• 17 ~LOT 

BLOCK 'E' \..1--1\t-1 , ~ "'Jll--------11 \ 

LOT 16 \ 1i I 1 ,: ''\ \\

-~-::------vi \1 \ I 16k LOT X 

L-- - t>~f\t>M~Tl \ \~I ~ \ \ r :~c:~s~~I~• PVC ---1 \ 

, " " " 
" 

DRAWN BY: 

A.BURKETT 

D£SJOJ\ED BY: 

D. FITZPATRICK 

I 
I 

LOT 4 

PROPOSED 
ss DROP MANHOLE #8 
STA: 17+78.24 

~6;= E~~1;~~-15 

0 SL=1.52,C \ 

I I \I 
PROPOSED CURB INLET \~ ~ 

LOT 

PROPOSED _
W. INV IN ELEV: 124.06 UTILITY EASEMEITT __ -
E. INV IN ELEV: 128.00 - - \ 
INV OUT ELEV: 123.96 

_ 

--====--

s 
~-- -x- --------.,,,-~,,~,,~,-"' >c~-- 1 

PROPOSED 6" 45' 

- - ~~;c:::L?r) ~_________::- A PROPOSED BEND W/ T.BLOCK 

STRUCTURE #4 • MAIL KIOSK 
PROPOSED STREET STA: 10+18.50 \ PROPOSED 6 PVC (SEE DETAIL) 
NAME SIGN #2 STA: 18+01.61 WATER MAIN 

THROAT ELEV: 131.62 
INV ELEV: 128.50 

PROPOSED I nT 19 / 
-s·x,· TEE w/ T.BLOcK _____, 
-(2) 5• GATE VALVES I 

STRUCTURE /15 II \ '1'~ \ 1 \:'.~----,-FIRE HYDRANT ASSEMBLY #2 \ \STA: 10+18.50 I 
STA: 17+55.61 

THROAT ELEV: 131.62 \ PROPOSED PROPOSED 30• \ 

INV ELEV\: 128.0toT 17 \,,,J/.--1\i\-"c.n \1 < ~6 si:=,,.i~:cp R-1 SIGNSTOP 

PROPOSED LOT 9SS MANHOLE ,'1 \ 
STA: 23Hl8.07 PROPOSED 5• 45" 

TOP ELEV: 134.48 BEND W/ T.BLOCK \INV OUT ELEV: 131.15 

-.., 

LOT 10 

PROPOSED 5• PVC 
WATER MAIN LOT 7 

\ 

\ 

LOT 9 LOT 5 

\ 

\ 
LOT 8 

LOT 4PROPOSED 
359 LF 8• SS PVC I 

0 SL=0.40% 

\ 
\ \ 

\\ 

\ 
\ 

LoT 6 LoT 7 \,, 

5 BLOCK 'B' 
LOT 2\/ 

/ PROPOSED e• 45' 
PROPOSED BEND W/ T.BLOCK

!5;L~O-~;:s PVC - - / \ 
5' -

::r: 
E-<r./) 
0gj z 
~ 

u 
~< ~ z P-i 
:>-<0 E-< 

r./) ~ 
~ -E-< 

-
~ :::i 
~ 

-~< E-< 
r:./)_ 

" " < 
0 

LOT 11 

PRO 'IIIIUO 015 
NUMBER L -
PLOT 5/12/21DATE 

SHEET C6 OFC18 
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11 I 

I 

I 

LOT 16 NORTH\><I 

PROPOSE 
PROPOSED WATER M 
CONVEYANCE SWALE 
(SEE DETAIL) 

LOT 15fl BL 
~ 

n 

I 15 
WEST EAST 

'" 
PROPOSED TYPE-□ INLETI·"/ STRUCTURE #18 ~£w_-----'.,\TOP ELEV: 132.50 
N. THROAT ELEV: 132.00 LOT 14 SOUTHINV ELEV: 121.10 

PROPOSED 40' 20' 0 40'66 LF 30" RCP 
O SL=0.15X '°"' ~J/

I 
LOT 13 
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\ 
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I 
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I 
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I 
I 
I 
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•
I 
\ 
I 
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e \ \ 

-\-----\j!--i \ 
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INV ELEV: 121.00 
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I I
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DRA'\,\,'NBY; 

A. BURKETT 

DESIGNED BY: 

D.FITZPATRlCK 

PROJECT 
NUMBER 20-015 
PLOT 
DATE 

SHEET 

5/12/21 

C7 OF C18 

I LOT 5 

LOT 5 

BLOCK 'E'I I BLOCK 'A'LOT 4
30' INGRESS/~I I I LOT 4EGRESS EASEMENT cii I

(0.R. BOOK 4193, I 
PAGE 553) 

PROPOSED 8" PVC 
WATER MAIN 

I 
PARCEL 'c' 
PUBLIC WET I 

□ LOT 3 n I DETENTION POND 
LOT 3 IACREAGE: 2.38 • 

PROPOSED 
POND OUTFALL PROPOSED 
STRUCTURE 116 SS MANHOLE f10

TION (SEE DETAIL) STA: 18+11.70 , 
\
• 

TOP El.EV: 1.34.15 \ID INV IN ELEV: 120.66PROPOSED EMERGENCY PROPOSED 
OVERFLOW FLUME LOT 285 Lf B" SS PVC \ INV OUT ELEV: 120.56I I (SEE DETAIL) O SL=0,40% I 

I 
•
\
•PROPOSED 

101 LF 18" RCP LOT 2 IPROPOSED 
@ SL=9.90% 28 LF 1s• RCP rt2o 

O SL=0.89"EXIS'"l'-G SS YANHGL:C 
I Ex. TOP 117_59 '1'/ INVL:RT,= 1C:9.22 

- ro 

https://18+11.70
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NORTH 

DRAWN BY: 

A.BURKETT 

DESIO:i,.;ED BY: 

D. FITZPATRICK 

PLOT 
DATE 

SHEET 

20-015 
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I 
I 
I 
I 
I 
I 

. 
u;r 5I 

I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
L 

I • WEST EAST 

SOUTH 

80' 40' 0 80' 

SCALE 1" = 80' 

CONSTRUCTION SEQUENCE 
1) INSTALL PERIMETER EROSION CONTROL MEASURES 
2) CLEAR AND GRUB AREAS REQUIRED TO BE CLEARED. ADD EROSION CONTROL 
MEASURES AT SPECIFIC TROUBLESOME AREAS. 
3) CONSTRUCT ALL OF PROJECT MONITORING EROSION CONTROL BMPs PER NPDES 
REQUIREMENTS. 
4) PROVIDE ASBUILT INFORMATION TD ENGINEER OF RECORD FOR FINAL 
CERTIFICATION. 

EXCAVATED MATERIAL NOTE: 
ANY SUITABLE EXCAVATED MATERIAL WILL BE STOCKPILED ON LOTS 3-12 
'E'. STORAGE AREAS ARE TO BE PROTECTED BY A SILT FENCE BARRIER. 
UNSUITABLE MATERIAL WILL BE HAULED OFFSITE TO AN APPROVED LAND 

PRIVATE DRAINAGE EASEMENT NOTE: 

OF BLOCK 
ANY 

FILL. 

THERE IS A MINIMUM 5' PRIVATE DRAINAGE EASEMENT ALONG ALL COMMON LOT 
LINES (10' CUMULATIVE). HOME BUILDER IS TO CONSTRUCT DRAINAGE SWALES AS 
REQUIRED ALONG THESE EASEMENTS TO DIRECT WATER TO A STORM WATER 
CONVEYANCE SYSTEM AND NOT ACROSS NEIGHBORING LOTS. 

EROSION CONTROL NOTES: 
1. THE OWNER, VIA A CERTIFIED EROSION CONTROL SPECIALIST, WILL SUBMIT A 
CONSTRUCTION COMMENCEMENT NOTICE AT LEAST 48 HOURS PRIOR TO INITIATING 
CONSTRUCTION ACTIVITIES. UPON INITIATING CONSTRUCTION ACTIVITIES THE OWNER 
WILL IMMEDIATELY INSTALL ALL BMP'S AS SHOWN ON THE DRAINAGE PLAN BEFORE 
INITIATING ANY OTHER ACTIVITIES. THE OWNER, VIA THE ENGINEER OF RECORD, 
WILL SUBMIT AS-BUILT CERTIFICATION FOR THE PROJECT. 
2. RETENTION/DETENTION AREAS SHALL BE SUBSTANTIALLY COMPLETE PRIOR TO 
ANY CONSTRUCTION ACTIVITIES THAT MAY INCREASE STORMWATER RUNOFF RATES. 
THE CONTRACTOR SHALL CONTROL STORM WATER DURING ALL PHASES OF 
CONSTRUCTION AND TAKE ADEQUATE MEASURES TO PREVENT THE EXCAVATED POND 
FROM BLINDING DUE TO SEDIMENTS. 
3. DEVIELOPER/CONTRACTOR/HOME OWNERS ASSOCIATION SHALL RESHAPE PER 
PLAN SPECIFICATIONS, CLEAN OUT ACCUMULATED SILT, AND STABILIZE 
RETNETION/DETENTION POND(S) AT THE END OF CONSTRUCTION WHEN ALL 
DISTURBED AREAS HAVE BEEN STABILIZED AND AT THE END OF THE 2 YEAR 
WARRANTY PERIOD. 

DRAINAGE STRUCTURE TABLE 

MANHOLES INLETS 
OUTFALi 
STRUC. 

PIPE <FEET) 
18' I 24' I 30' 

4 14 1 745' I 679' I 782' 

BENCHMARK: 447-18-8 
NAIL AND DISK, 
NUMBERED 7174 
ELEVATION= 124.36' 
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PROPOSED LOT 1 S ' 
I 

LOT 17 I 
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INV ELEV, 118.00. -·· ~~. 

, I 

PROPOSED 
101 Lf 15• RCP 
0 SL=9.90% 

•c 
< 
C 

I 
~ 

" " C, 
0 z 

DRAViNBY: 

A.BURKETT 

DESJG};CD DY: 

D. FITZPATRICK 

PLOT 
DATE 5/12/21 

SHEET C140FC18 

V. SCALE r 4' 

https://llr.--.ar
https://G----1N.'L(2,UT~G120.12
https://TOPELEV:133.70
https://ELEV:llB.90
https://18+69.68
https://18+69.68
https://18+11.70
https://111111-LJ..JJ
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ALL WORK SHALL BE CONSTRUCTED IN ACCORDANCE WITH 
THE MOST RECENT EDITION OF ECUA'S ENGINEERING MANUAL 

J 

r./) ~ 
E-, 

V1 -
i:i.,~ i:i.,u 0 

< ~ 
....:lz i:i., -
00 
~r./) 
P-s1--1 .......... 

~ 
~ ~ 

....:l 
P-s< 

DRA'\\,1'<BY· 

A.BURKETT 

DES!UNHJ BY: 

D. FITZPATRICK 

PROJECT 20 0] 5 
NuMBER -

PLOT 
DATE 5/12/21 

SHEET C15 OF C18 

I 

PROPOSED 20'X20' 
18" "THICK 50j! RlPRAPl~ET~NT!ON 
ON FlllER CLOTI-lNOTES: "C\I) I 

1, GRAVEL DRrvEWAYS IMPACTED WILL BE RESTORED TO EXISTING OR BETTER CONOmON 

2. SUB BASE MATERIAL SHAU. BE PLACED IN NOT MORE THAN a• LIFTS. EACH LAYER 
TO BE TAMPED TO A MINIMUM OF 40 LBR. 

EXISTING GRAVEL (TYP) 

SUBBASE MATERIAL SfW..L PL.ACED 
LAYER TO BE 

OF 40 LBR 

BE 
IN NO MORE TI-1AN B" LIFTS, EACH 

COMPACTED TO A t,UNIMUM 

1.0' PIPE 1.0' 
(MIN) 'w'IDTH <MIN) 

GRAVEL PATCH DETAIL 
FOR PATCHES 24" WIDE OR GREATER 

NOT TO SCALE 

NOTES: 

1. DIRT ROAD PATCH WORK SUB BASE MATERIAL SHALL BE PLACED IN NOT MORE ll-\A.N B" LIFTS. EACH LAYER TO BE TAMPED TO A 
MINIMUM OF 40 LBR. 

2. GRADED AGGREGATE BASE S1-W.L BE COMPACTil) TO A t.1IN LBR 100. 

J. ROAD CUTS SHALL BE MECHANICAU.Y SAW CUT TO FORM A SURFACE PAVEMENT JOINT AND TACK COATED AUlNG TI-IE FACE OF ClfT 
JOINTS PRIOR TO ASPHALT PLACEMENT. 

4, LONGITUDINAL ROAD CLITS lHAT N="FECT ONE TRAVEL lANE SHALL REQUIRE MIWNG AND REPAVING OF THE AFFECTED TRAVEL lANE 5.0' 
BEYOND THE CUT AND PATCHED WITH THE SAME BASE MATER~L LONGITUDINAL ROAD CUTS THAT AFFECT BOTH TRAVEL LANES SHALL REQUIRE 
MILLING ANO REPAVING OF THE ENTIRE ROADWAY 5.0' BEYOND THE CUT AND PATCHED WITH THE SAME BASE MATERIAL 

\,I + 4,0' SURFACE REPLACEMENTEXISTING ASPHALT 
CONCRETE (TYP) 

1½." SP 12.5 (TY?) SURFACE JOINT (lYP) 

EXISTING ROAD BASE (lYP) 

1,5' 

5• MIN - GRADED 

_ 

AGGREGATE BASE 
ASPHALT BASE 

SEE NOTE 2 EBLOW 

SEE NOTE 1 

ALL NOTES APPLYOR "TYPE "El 12.5~ - FULL DEPTH 
(SEE ABOVE) 

PIPE - 12" (MIN) PIPE SIZE 

1.0' PIPE 1.0' 
(MIN) \JIDTH (MIN) 

ASPHALT PATCH DETAIL 
f"OR PATCHES 24• WIDE OR GREATER 

<TEN MILE R □ ADl 

I1':l :--6.0'--5.0'-:......-5.0•-
W' , . 

I · 41/. 11/. 51/. --;q--
SIDE\JALK:7 

SECTION G-G 
NTS 

WEST EAST40' 20' 0 40' 

SCALE 1" = 40' 

R/W RESTORATION NOTE: 
R/W SHOULDER STABILIZATION SHALL BE IN ACCORDANCE WITH FOOT STANDARD 
SPECIFICATIONS FOR ROAD AND BRIDGE CONSTRUCTION LATEST EDITION. 

SOUTH 

UL.I L..I~ 1 IVl~ I Vl~U 

PROPOSED 

i ~\ 
\,_..1-1--111----. 

\I 

~ 
-

\1 
LOT 3 IACREAG~: 2.38 \]' 

\',!i!!J,< PROPOSED ,\\1 
1III , POND OUTFALL ; ; \." PROPOSED

I ;, I STRUCTURE #16 SS MANHOLE #1 D 
(SEE DETAIL) STA: 18+11.70 

,, TOP ELEV; 134.15" 
INV IN ELEV: 120.66 

OVERFLOW FLUME \LOT 285 LF 5• ss PVC 
PROPOSED EMERGENCY 

\ INV OUT ELEV: 120.56 
{SEE DETAIL) ,,\; 1 0 SL=0.40'1: ;; ' . ""+ ~-- I 

~ 

LOT"2 I\~ t: PROPOSED ,, .-\I ' \ 
~78 LLUl"· Rt:P 

'- 'O SL=0.89%
£ 

145 r-----,------,------------,-----,--------,-----,-----,-------r-------,-----,---------,----,-------,-----,-----i-------i,-------,----, 

I 

• I 

140 

4' 

2' 

- --- ----------t 

I 

I 

I· 

135 l-----+-------+-------"------+------+-----+-------t------,--ftl----+------+-------,------+-------+------t-----i-------j------t-------t-------j---

120 

115 

110 

105 

I 

_I 

PROPOSED 
393 LF 24• PEP 

0 SL=1.53,: 

40' 20' D 40' 

H. SCALE i1'' = 40' 

------·- - ------ :- --·-- ---· - - --·-· -t·------- -~--

'XIS"I~ SS MH 
··o"~ 1 , 59• 
'tWt~T~ "09.22' 

/. 
/ 

·----------·-· (-

PROPOSED MES 
INV ELEV; 105,00 

I 
/. 

I 
I 

/ 
I 

PROPOSED 
- ---- 81 LF 24" PEP-"·-

0 SL=9.88~ 
I 

PROPOSED TYPE-D INLET 
STRUCTURE #19 
TOP ELEV: 116.50 
INV El.EV: 113.00 

EXISTING SS Mrl 
_TOP- 1"7.98' 1 
IWERT~ "", 1.1·5' 

I 

I 

-- -r 
.1. 

I 

CONNECT TO EXISTlNG 
SS MANHOLE 
INV El.EV; 113.06 

. i 

I 1---+~---- ------ ·-----·-- ----------------·-·--1 ··--·--~------

. - .-· i 

PROPOSED 
331 lF 8° SS PVC 
0 Sl.=1.40,C 

-- -------,--------,-~ 

0 

I 
PROPOSE□ 3.5'X3.5' 

STRUCllJRE {117 
TOP ELEV: 124.10 

E. ll'-IV ELEV: 120.00 _____ ... -·.. -===·~·-""'-·" 
NE &: W. INV ELEV: 119.00 ..--

PROPOSED 
SS MANHOLE #12 
TOP ELEV: 125.60 

INV IN ELEV:118.90 
INV OUT ELEV: 117.71 

I 

PROPOSED MES 
INV ELEV: 123.50 

PROPOSED 
33 LF 15• RCP 
0 SL=10.61% 

PROPOSED 
304 LF a• SS PVC 

O SL=0.40% 

I -
I 
I 
I 
I 

I ··--------·------ -- --------------1 ------

1 

I 

I 
- .----- -I-- --- ------ -

PROPOSED 
SS MANHOLE #11 
STA: 18+97.97 
TOP ELEV: 133. 70 
INV IN ELEV:120.22 

-1NV OUT ELEV: 120.12 

-·-·-------- ----1---------t 

I 
I 

I 

I 

https://18+11.70


STREET NAME 
SIGN NUMBER 

1 

2 

3 

'B" ·c· 'D' ORIENTATION 'F" "G' "H' 
Ten Mile Rd -TBD- E/W Bliss Ln -TBD-

Leigh Loop -TBD- E/W Bliss Ln -TBD-

Leigh Loop -TBD- E/W Leigh Loop -TBD-

ORIENTATION 

N/S 

N/S 

N/S 

= ru 

PROPOSED 
LAYBACK CURB 
& GUTTER 

PROPOSED 4" THICK, 3000 PSI • .Ln j~ 
CONCRETE REINFORCED W/ WWM OR ---J. 
FIBERMESH; LIGHT BROOM FINISH; Jfl ~ , 

TRANSITION 
LAYBACK CURB 
WITH RAMP 1:12 

RAMP 
~ 

1: 12 · 

(ASPHALT) 

D 

JI) ' 

~-+--6,0'--±---5,0'---l 
SLOPE IN ANY DIRECTION ,--'-----'------~ 
ADA COMPLIANT, NO MORE THAN 2% ' • ~ ' 

MAIL KIOSKS--r ~~ ' ~~. 
(30.5"x18") 34'~34'~34'-l-34' 

--I 24' 24' ~ 

NOTE: KIOSK TO CONSIST OF 
(4) 20-UNIT & (1) 8-UNIT CBUs 

MAIL KIOSK DETAIL 
N.T.S. 

TRANSITION TO 
VERTICAL CURB 

6" WIDE X 6" TALL 
VERTICAL CURB 

UNDERDRAIN IS TO BE INSTALLED AS NEEDED 
THROUGHOUT THE SUBDl\1SION. CONTRACTOR 
TO CONTACT EOR IF GROUNDWATER IS 
ENCOUNTERED WITHIN 3" OF THE ROAD BASE. 

LAYBACK CURB & GUTTER I 

NOTE: CONTRACTOR IS CAUTIONED TO CONTACT ENGINEER OF RECORD 
FOR DETERMINANTION OF ROADSIDE UNDERDRAIN INSTALLATION 
REQUIREMENTS OR UNDERCUTTING AND SELECT MATERIAL PLACEMENTS. 

ROADSIDE UNDERDRAIN DETAIL 
NTS 

,ff, 

c_ 

'B' 'C' I 
'D' 

STREET RANGE SIGN DETAIL 
NTS 

"-TBD-" = TO BE DETERMINED 

STREET RANGE SIGN TABLE 

I 

ALL WORK SHALL BE CONSTRUCTED IN ACCORDANCE WITH 
THE MOST RECENT EDITION OF ECUA'S ENGINEERING MANUAL 

STANDARD DETAILS FOR INSTAI.LATION AND LOCATION OF STRl!l!tNAME ~GNS 

/-® a .. --,@ 

4, 

--,@ 

L 
e·-@ 
I I 

DETAIL . 

! l DElAIL 

ALODUJ!D.WlMINW COJ;l'IERS 
WS FRI£ OF SIIA.RPEIJCES 

ML'<CAP 

iuvm= OF SJ<:N IIUDES WILL Bil 
ummpm INSTALL\nO 
OuntCO" ma 011 EQUIVAU!Nl) 

INSTALLATION} · 
ST SYStW (CALVANIZED) OR 

or-r.utt'5 '•ANDA 

lQllARI I'll ANCUOJI l'OU 

BOLT 

•JNttALLSXUDl'tUIRSICNI OJI( 
COl!NB$ 0YmtliltStl:1lONlO 
lf!MlllEYWILLB>:.ON mEFAR 

'' RtCHT SIDE or IIIJ!INIEU!CllO!I
fORTKAFf'IC ON,'IflJMAlOlt . 
m<ttrlNACCOllliAN~:wmt•r---:=-e7I 

··"'-J.\l'.¢.1!,_U;_cmm· w_,". · -~-.._. _;,L·_··.• INSJAU. Slltm J'iAMl!SIGN' :'\: , ' Q 
POST AXMID IIADIUS, W Off 10•·-. o, .. · · 
mcJOfBOAfi ' ·· . .. . 

• '"Il:Wl ENI>'" (\Vl',IP) OR "1'f0 illAJOR"OAD 
•omu:r- OVl4-%P) PLAQUJ!5 7-.·.0111. l!AYDl~O-M01)NrmTO · ·. " . '\:,.. •1_._
mw:rliA.Ml!IICl<SBENFA]B · , ... ii: T 

.mw:rNAHl!SICNBLADDIN. . · " ••· 
, ACCOltl)AIICJ!Wffllll.~T,C.!,).~·-·____,, 

r ::t~= ,...,""·1 . 
l'LAQIJESTO · 

1•,• BE9"BLADES ~, 
MINIMllM ANCBORl'Ofl- Vl!IITICAL 
_VllilllCAL 4° WXIMllM CUA!toNCl 
CUAIIANCE ADO.VE WIIlIPLAQUJ!. l n,nmm . . 

. ,I CR.'IDI! 
..;:,,-~. J..,111""~

J! ANcuo"'R-;osr I 
- ii: ~l;.o~= l 

STANDARD DETAILS FORSTREET NAME SIGN BLADE LAYOUT 
•FJJ,O.T.TTPElll-AIUJLECTIVES!mmNGTQUl:USIDONAtt.$TRID'NAMESIGNBLAllES. 
•STRIETNAMESIGN BLADES TO HAVEWllJU;LEGD'IDll, Ill" WHITE BORDERS i\ND Gllll?! IIACXGROTJNI).
•PRIMARY LEITER!NGTO smn::s B.o• UPPER CASE AND 4112" LOWER CASE. . . . . . . . 
•PREFIXANll SIJ!llXLEll:mn,,i:TOIIESERm:S C,2 lf.!"IJPPfll.CASEAJ\ID l-3/4" LOWERCAS<. 

..,,--· 18" ld!NIMUM OVERALL• =c;m.· ·. . =.·~-•~=cJ!'' . · ·,U.-L-;__-====::.!.-==•=::.1:==!..._-___:u...::;i' -,ll2'i 
1114'/ ·, 

11/2'.' 

· 2112" 

1114", 
}---.------------,---'-----'-,"·T.112"J 

ESCAMBIA COUN1Y STANDARD DETAILS . ' 
FOR S1REET NAME SIGNS ·_ ·. •·.... · · ·· • • 

DEPARTMENT OF ENGINEERING• _TRAFFIC ENGINEER_ING.DMSION. 

> OR - 6" LAYER OF 
2-3 IN AGGREGATE 

5' WIDE SIDEWALK 
(SEE DETAIL) 

2 MAX%- SIDEWALK TO MATCH EXISTING GRADE AS 
TO NOT IMPEDE STORMWATER RUNOFF 

Suite l; 1190 West Leoruml Street, Pensa~ola, Flllrlda.:ll501-11lli 

6- ,;, NOTTO SCAIJ!-t 

....: 1=11=1= ::::_, ,::;:1;::::_;:;:;:..1...,, 

GEOTEXTILE FIBER, 
CLASS 'C' OR BETTER 

SECTION 

EXISTING 
ROAD 

1,=ffi:--'\'----' ;:::: I = --:- = I 

PIPE AS 
NECESSARY 

EARTH FILL 

> OR - 10'R ----... 

2• DETECTABLE 
WARNING SURFACE 

(PROPOSED INTERSECTION) 

RIBBON CURB 

5.0' 

2% MAX 

PROPOSED 4" THICK 
3000 PSI CONCRETE SIDEWALK 
REINFORCED WITH FIBERMESH 

s.o· 

' .. 

~ 
CURB RAMP DETAIL 

NTS 
SIDEWALK DETAIL 

PERSPECTIVE 

,t-> OR - 1O' 

,I<-------'> OR - 50' ------,r 

PLAN 

en 
=l 
z 

";u 
0 
E'; 

30" R-1 STOP SIGN TO BE LOCATED 
AT THE P.C. OF THE CURB RADIUS 

STREET NAME SIGN TO BE LOCATED 

NOT TO SCALE 

CONSTRUCTION ENTRANCE/EXIT PLAN VIEW 
NTS 

ON THE SAME SIDE AS THE STOP 
SIGN, AT THE MIDPOINT OF THE 

RADIUS, 1O' FROM EDGE OF ASPHALT. 

12'-0' 

NOTE, 
ALL DISTURBED AREAS TD 
BE SEEDED AND MULCHED 

FG--.___ 

-
0 z 

I n ::i: IT p w G C ... • • 

MIN.J6" 0 
ST 

I - 1'l-2·-l-2·-l-2·-l-2·-l-1 ·-f-1.5'-
LEGEND: 
R/W 
FG 
CL 
w 
ss 
FM 
G 
ST 
p 
T 
C 

RIGHT-OF-WAY 
FINISHED GRADE 
CENTERLINE 
WATER 
SANITARY SEWER 
FORCE MAIN 
GAS MAIN 
STORM SEWER 
UNDERGROUND POWER 
UNDERGROUND TELEPHONE CABLE 
UNDERGROUND TELEVISION CABLE 

NOTE: ALL UTILITIES WITHIN THE 
RIGHT OF WAY SHALL HAVE A MIN. 
COVER OF 30 INCHES FROM 
FINISHED GRADE. 

50'-0' 

101 -61 10 1 -6 1 2'-6" 121 -0• 

-LAYBACK CURB~ GUTTER 
TYP 

5' I 

STABILIZATI □ N MIN, L.B.R, 40 0 6" MIN.J 

0 
ss 

~ 6' GRADED AGGREGATE (MIN, L,B,R, 100) 

PAVEMENT SECTION NOTES· 
1. WATER SHALL BE A MIN. OF 30" BELOW GRADE. 
2. ALL UNSUITABLE MATERIALS BENEATH THE ROAD 
REQUIRE EXCAVATION AND BACKFILL WITH READILY 
COMPACTABLE SOILS IN 8" LIFTS AND STABILIZED TO A 
MINIMUM SOIL DENSITY OF 98% OF THE MODIFIED 
PROCTOR TEST (ASTM D1557); 
3. 6" BASE REQUIRES A MINIMUM SOIL DENSITY OF 9B% 
OF THE MODIFIED PROCTOR TEST (ASTM D 1557). 
4. 12" SUBGRADE REQUIRES A MINIMUM SOIL DENSITY OF 
9B% OF THE MODIFIED PROCTOR TEST (ASTM O 1557) 
5. ANY FILL MATERIAL PLACED UNDER PAVEMENTS SHALL 
BE COMPACTED TO A MINIMUM 98% OF MODIFIED 
PROCTOR. 
6. CRUSHED LIMEROCK BASE FROM AN FOOT APPROVED 
SOURCE MAY BE USED INSTEAD OF GAB. ANY GAB 
MATERIAL SUBSTITUTION HAS TO GO THROUGH A SPECIAL 
APPROVAL BY THE COUNTY PROCESS. 

ST 

~1.scl-1 ·-l-2·-l-2·-l-2·-l-2·-l1·>--

CONTRACTORS SHALL INSTALL EACH ~ 
UTILITY SERVICE IN THE LOCATION AS 
SHOWN IN THE COMMON TRENCH DETAIL. 

UTll IJY NOTES· 
1. CONTRACTORS SHALL INSTALL EACH UTILITY SERVICE IN THE LOCATION AS 
SHOWN IN THE COMMON TRENCH DETAIL. SEE CONSTRUCTION PLANS/UTILITY 
ADDENDUMS TO DETERMINE WHICH SIDE OF THE R/W ACTUALLY RECEIVES THE 
UTLITY. SOME UTILITIES MAY ONLY BE ON ONE SIDE OF THE ROAD (I.E. WATER 
& FORCE MAIN). 
2. ALL PROPOSED UNDERGROUND UTILITIES WITHIN THE RIGHT-OF-WAY SHALL 
BE INSTALLED PRIOR TO PAVING, NO STREETS UNDER THE TWO YEAR 
WARRANTY WILL BE ALLOWED TO BE OPEN-CUT OR JACK ANO BORED. TO 
ACCOMPLISH THIS REQUIREMENT, COMMON TRENCHING IS REQUIRED. COMMON 
TRENCHING SHALL NOT TAKE PLACE UNTIL ALL ROW ROUGH GRADES HAVE BEEN 
ESTABLISHED TO ENSURE PROPER UTILITY DEPTHS. IF COMMON TRENCHING IS 
NOT A FEASIBLE OPTION, THE DEVELOPER SHALL INSTALL CONDUIT FOR THE 
UTILITY NOT PARTICIPATING IN THE COMMON TRENCHING FOR ALL ROAD 
CROSSINGS AND THE UTILITY COMPANY WILL BE REQUIRED TO USE THE 
CONDUIT. THIS SHALL REQUIRE PLANNING BETWEEN THE DEVELOPER AND THE 
UTILITY. 

COMMON TRENCH DETAIL/ROAD CROSS SECTION 
NOT TO SCALE 

INTERSECTION SIGN DETAIL 
N.T.S. 

30" STOP SIGN 

STREET NAME S1GN fl1 

2' DE1ECTABLE 
WARNING SURFACE 

--~--m✓,..-LA\ACK CURB & GUTTER 

50 LF DOUBLE 
s• YEU.OW STRIPING 

\
II /----,.;----Ht--;,- CURB TRANSITION 

j 
' ;;

_,(, 
: 1 ----J 

35,R RIBBON CURB 

I 5' CONCRETE 

,,::1 '"~"•~~T:fS:o:ID:.:_:EW:.:_:A::U<~_.)__j
in 

········r·" 
5' CONCRETE 

SIDEWALK 24" 'NHITE THERMO 
STOP BAR 

12" WHITE "THERMO 
CROSSWALK SlRIPES 

(TEN MILE ROAD) 

ENTRANCE ROAD DETAIL 
NTS 

2' DETECTABLE 
WARNING SURFACE 

(CHE~STRA!,O ROAIJ) 

cXISTl,G ROAD 
BINDING \r/lRE DR T\r/INE 

/STAKED AND ENTRENCHED 
/ STRA\rl BALE 

SUPPORT STAKE 
3' □ .c. 

FILTERED RUNOFF 

FILTER CLOTH IS 
TD \,/RAP UNDER 
PROPOSED BACKFILL 

N □ TE1 INSTALL PRI □ R<""°"c¼,; 4., X 4., 
TD SITE v □ RK EXCAVATED 

TRENCH 

SILT FENCE DETAIL 
N,T,S, 

STOP SIGN 
<SEE DETAIL) 

STEEL FLANGE 
CHANNEL POST 
<SEE DETAIL> 

STOP 

X 

1 
a, 

........-.++.....-. 

DETAIL OF PROPERLY 
INSTALLED STRA~ BALE 

•= M 

•.., 
' M 

RI-I 

COLORS 

•0-
~ 
Lf} u
T ~ y

•0-l 
LEGEND - lwHITE <REFLl 

BACKGROUND - RED <REFL) 

STOP SIGN DETAIL 
N.T.S. 

EOP 

lAYBACK CURB 

BOC 

LAYBACK CURB 

3000 PSI CONC 

I . 12' 

RIBBON CURB 
NTS 

7/8" 2" RADIUSrf, 3000 PSI CONC .. 

7/8" 1,/1 '-o· 1'-6"] 
' "' • ., ' 

'N ' . ' . 'l • =:r~ ' ' .• ..;_~ < '.'
"' 

•. ,:, < 

'' 
\' . ' ' I."· . 

'•. 

" ,I I· .' ' .' <,.. 

10 1/2" I 1'-7 1/2" L, .. 
' 2·-s· 

-LAYBACK CURB & GUTTER 
N.T.S. 

N-j RIBBON CURB 

PROFILE 

SIGN MOUNTING HEIGHT DETAIL 
N.T.S. 

CURB TRANSITION DETAIL 
NTS 

~ 
C') 
N 
sj' 

u CXJ 
0 
0 

f--1 0 

0::: 0 . ~ 
< 

~ 
0..: z .,

0 0 
r--

~.. - I'-E-< I 

~ [£1 j t;; "' 
~ w ~ 

N Z:::, ~;,;S-o ll):g
c.!;lr£1XN.._, 

~ Z O"'~ LL •• 

f--1 
[£1 ~[C~ 

~ 
..-'l '.;;] "-:5 
~z~~r::0 0 "' • 0 - zz °f 

~ 
00 Cf) 0 ~ (0

rtl "' r--
U'] r:r.::I ~ ;t.. 
r£I t":r-t .... ~ r,,. 0 .,

Q 0 -~~ 1: 
0.. 0.. a. 

f--1 

~ 
r,,. 
0 

~ 
~ 

Q <
0 
p::i 

DRA\VNBY: 

A.BURKETT 

01::SIGN!;DBY: 

D. FITZPATRICK 

PROJECT 
}l.'lJMilCR 

PLOT 
DATE 

20-015 

5/12/21 

SHEET C16 OF C18 

> OR - 6" 

I 5' 
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ALL WORK SHALL BE CONSTRUCTED IN ACCORDANCE WITH 
THE MOST RECENT EDITION OF ECUA'S ENGINEERING MANUAL 

OVER 4' DEEP 

7 

TYPICAL DRIVEWAY CONNECTION STANDARDS 
FOR NEW SUBDIVISION (CURB & GUTTER) ROADWAY CONDITIONS 

NOTES: 
1. DRIVEw'AY SECTIONS ABUTTING CURB DR CURB CUT SHALL BE 6' CONCRETE w'rTH 6' STABIUZED SUBGRADE AND 

4' TD 6' CONCRETE DR!VEw'AY w'rTH 4' STABILIZED SUBGRADE • 951/. COMPACTION CM □ DIFIED PROCTOR) w'ITH LBR 40 
BETw'EEN EDGE □ F R □ ADw'AY AND R/w' LINE. 

2_ FDR OTHER TYPE CURBS, DIMENSI □ NS MAY BE ADJUSTED TD FIT, IF NECESSARY, REFER TD F,D, □ ,T. INDEX DETAILS, 

3_ DRIVE\JAYS 'w'ITHIN PROPERTY BOUNDARY SHALL PROVIDE A MINIMUM OF 2 PARKING SPACES. 

TYPICAL DRIVEWAY SECTIONS ARE TD BE 12' \JIDE MINIMUM,
4. 

TYPE I CURB CUT DRIVEWAY FOR COUNTY TYPE "B" LA YB ACK CURBS. 

ELEVATION SHALL BE AT OR 
ABOVE ELEVATION OF THE 
TOP CF ADJACENT EXISTINGDRIVE\JAY~,,----, MIN 3000PSI CONCRETE lJ/ CURB'w'ELDED \JIRE FABRIC DR 

FIBER REINFORCED 
A CONCRETE 

4.0' 

EXPANSION JOINT 1.5' 1.0' 
(TYPICAL) 

1)R1VE\/AY stcTlDN 
ROAD'w'AY 

lAS PER NOTE fl> 

w A 
6' GRADED AGGREGATE BASE (D[DICATt:D S/D) 

----.___,.._ RDADw' AV~...--- 15" STABILIZED SUBGRADE (PRIVATE S/Dl
SEE NOTE 11 FDR COMPACTION 

PLAN VIEW SECTION "A-A" 
COUNTY TYPE 'B' LAYBACK 
CURB &. GUTTER. (SEE NOTE #2) 

,__---VARIES----1 
EACH SIDE (TYP.)

SECTION "A-A" 
NTS TYPE-A CURB INLET DETAIL 

NTS 

-------------11'-4'--------------I 
5'-5" 

....: 
(J 

C 

t\J 

5'-5 11 

-·~.- ..• T •..••• 

'--+.'1-'-.+-INV OF 
□ PEN THROAT 

#4 Bars 
"' 12" Ctrs. 

#4 Bars 

BAR A N0.4r 
BAR C N0.4, 12"0.C. ,----- B ':,, 

•D-I ... 

A 

STANDARD 
INLET 
FRAME 

•LO 

"' 

•LO 

"' 

N0.4 REBAR 

" 4 1 -t' 

' . C 6' TALL X 2'Lt) -' w'IDE □ PEN' .... I " 
.. "1 THROAT . 

• I " 2-;;; ·. •. 2;; 
.. . 

.. 

4'-1'" INV OF INLE1- .1 "' II" Ctrs.SECTIONPLAN 4" CONCRETE COLUMN{TYP.) 

Recommended Maximum Pipe Size: //--- EXPANSION ~JO;;;l~NT;:-------------~NOTE: ALL INLETS ARE TO UTILIZE SILT 
EACH SIDE {TYP.)3' -/ 11 Wall - 24" PipeSAVERS OR SILTFENCE RETAINAGE BOXES. 

4'-1" Waif - 36" Pipe 

FOOT TYPE-D INLET DETAIL 
NTS '-----B 

TYPE 'A-1' DROP INLET DETAIL 
NTS 

c " < 
Q 

z 
~ 
~ 

• 
0 " 
~ 

DRA\\'N BY· 

A. BURKETT 

DESIGNED BY: 

D. FITZPATRICK 

MES DIMENSIONS AND QUANTITIES 

D X A B C E F G H ? 

M 

N
8il7~~· D~uble ,pe lf/~~· q,uad,pe 

1:2 
Slope 

, 5" 2'-7" 2.5' 1.68' 4.18' 1.5' 5.0' 1.23' 3.5' 4.33' 6.92' 9.50' 12.08' 1.04' 
18 11 2'-10" 2.5' 2.24' 4.74' 2.0' 6.0' 1.41' 4' 4.58' 7.42' 10.25' 13.08' 1.04' 
24" 3'-5" 2.5' 3.35' 5.85' 3.0' 7.0' 1.73' 4' 5.08' 8.50' 11.92' 15.33' 1.04' 
30" 4'-3" 2.5' 4.47' 6.97' 4.0' 8.0' 2.00' 4' 5.58' 9.83' 14.08' 18.33' 1.04' 
36" 5'-1" 2.5' 5.59' 8.09' 5.0' 9.0' 2.24' 4' 6.08' 11.17' 16.25' 21.33' 1.04' 
42" 6'-o" 2.5' 6.71' 9.21' 6.0' 10.0' 2.45' 4' 6.58' 12.58' 18.58' 24.58' 1.04' 
48" 6'-9" 2.5' 7.83' 10.33' 7.0' 11.0· 2.65' 4' 7.08' 13.83' 20.58' 27.33" 1.04' 
54" 7 1-811 2.5' 8.94' 11.44' 8.0' 12.0' 2.83' 4' 7.58' 15.25' 22.92' 30.58' 1.04' 
60" 8'-6" 2.5' 10.06' 12.56' 9.0' 13.0' 3.00' 4' 8.08' 16.58' 25.08' 33.58' 1.04' 

]4S Ope 

15" 2'-7" 2.5' 3.09' 5.59' 3.0' 7.0' 1.23" 4' 4.33" 6.92" 9.50" 12.08' 1.04' 
18" 2·-10·· 2.5' 4.12' 6.62' 4.0' 8.0' 1.41' 4' 4.58' 7.42' 10.25' 13.08' 1.04' 
24" 3'-5" 2.5' 6.18' 8.68' 6.0' 10.0' 1.73' 4' 5.08' 8.50' 11.92' 15.33' 1.04' 
30" 4'-3" 2.5' 8.25' 10.75' 8.0' 12.0' 2.00' 4' 5.58' 9.83' 14.08' 18.33' 1.04' 
36" 5'-1" 2.5' 10.31' 12.81' 10.0' 14.0' 2.24' 4' 6.08' 11.17' 16.25' 21.33' 1.04' 
42" s'-o" 2.5' 12.37' 14.87' 12.0' 16.0' 2.45' 4' 6.58' 12.58' 18.58' 24.58' 1.04' 
48" 6'-9" 2.5' 14.43' 16.93' 14.0' 18.0' 2.65' 4' 7.08' 13.83' 20.58' 27.33' 1.04' 
54" 7'-8" 2.5' 16.49' 18.99' 16.0' 20.0' 2.83' 4' 7.58' 15.25' 22.92' 30.58' 1.04' 
60" 8°-6" 2.5' 18.55' 21.05' 18.0' 22.0' 3.00' 4' 8.08' 16.58' 25.08' 33.58' 1.04' 

3" Or5½" 

{ ''i~\\'"'7,'-=id'..-½" (Corrugation Depth) 
;._ Ditch Grade 

p:~,:.o~~~::..J.::0.:~~~~~~::..J.:,,X~~~,>,)l=cl~at----=---==--,-'-

TOP VIEW 
SECTION 

NOTE: MES SHALL NOT BE CONSTRUCTED OF PVC (A2000) OR HDPE (ADS) PIPE. USE ONLY CONCRETE OR 
METAL MITERED END SECTIONS AS INDICATED IN FOOT STANDARD SPECIFICATIONS 430-4.6. WHEN USE IN 
CONJUNCTION WITH CORRUGATED MES, CONNECTION SHALL BE BY EITHER A FORMED METAL BAND SPECIFICALLY 
DESIGNED TO JOIN HOPE OR PVC PIPE. WHEN USED IN CONJUNCTION WITH A CONCRETE MES, CONNECTION 
SHALL BE BY CONCRETE JACKET CONSTRUCTED IN ACCORDANCE WITH FOOT DESIGN STANDARD PLAN NO. 430-001. 

FD □ T MES DETAIL 
NTS 

5' Sod 

NOTE: ALL INLETS ARE TO UTILIZE SILT 
SAVERS FRAME AND FILTER ASSEMBLY. 

OCrn '""°'' 7·.·•. M~ er, ·.r.-.--4" CONCRETE COLUMN{TYP.) 

_____,__I-----_I Cl]: 11 fl [h 1~_,__I-
THROAT ELEVATION 

NTS 

FOR REBAR SIZE AND SPACING 
SEE THIS SHEET. (TYP.) 

STANDARD INLET FRAME 
AND COVER (TYP.) 

~ Pt=4'-10'49 OPEN THROAT (TYP.) 

(/) 

w 
~ 

°' <[ 

> 

t 
' "' 

4" CONCRETE COLUMN (TYP.) 
ET FRAME 

4' DEEP 

SECTION "E-B" 
NTS 

· ~ -------10' a· •H 11'-4' 

_L,.o FOR REBAR SIZE AND SPACING ~"' 

(/) 

w 
~ 

°' <[ 

> 

I 
' "' 

SEE THIS SHEIT.Z (lYP. 
o----o-----0-0- 0-----0----0--C 

•
STANDARD INLET FRAME M ':-:, 

,I 

BRICK WITH PLASTER OR PRECAST 
CONCRETE WITH JOINTS AND 
LIFTING HOLES TO BE PLASTERED 
(TYP.) 

6" 
8" MIN. VARIES 8 .. 

NOTE: STEPS TO BE INSTALLED 
IN BOXES OVER 4' DEEP 

T I 
(/) 
w 
~ 

°' <[ 

> 

(/) 

w 
~ 

°' <[ 

> 

I•
"' 

NOTE: 
STANDARD FRAME & COVER~ ALL STORM INLETS AND MANHOLES 

ARE TO BE CONSTRUCTED WITH STEPS. 

USE 4", 6" OR B" GRADE 
RINGS TO BRING TO GRADE: 
12.. MIN. - 18" MAXIMUM 
OPTIONAL IN UNIMPROVED 
ROADS. 

LAP JOINT WITH ---< 
"O" RING SEAL 

SEAL ALL LIFT HOLES---• I 

NOlE: S1"EPS TO BE INSTAU£D 
IN BOXES O'-ER 4' DEEP 

4' DIA. 
SEE NOTE 6 

.. 
. . . .. 

_L :· ~),:__::.,.,..... ~===:::'.::::.6..;'.;..:.•.;::.J.. 
8" ..... .: .• ... 

T 

GROUT FRAME TO MANHOLE 

PRECAST CONCRETE 
ECCENTRIC CONE 

PRE-CAST SECTIONS 

ROLL LOCK 

STANDARD JUNCTION BOX 
NTS 

JUNCTION BOX NOTES: 
1. MANHOLE SHALL CONFORM TO A.S.T.M. C 478 SPECIFICATIONS. 

2. DIAMETER OF OPENING FOR PIPE SHAU BE 1" LARGER DIAMETER THAN BELL 
OF THE PIPE BEING USED. 

3. JOINTING COMPOUND SHALL BE RAM NECK, TYPE 1, ROPE FORM PLASTIC 
GASKET OR EQUAL 

4. ALL PATCHING TO BE DONE WITH HYDRAULIC CEMENT. NO MORTAR REPAIRS 
PERMITTED. 

5. CONCRETE TO BE 2500 P.S.I., REINFORCING STEEL TO BE A.S.T.M. 
A 615 GRADE 60. 

6. FRAME AND COVER SHALL BE VULCAN 1337-2 (ASTM SPEC. A-48, CLASS 
30 CAST IRON) OR APPROVED EQUAL. REFER TO SPECIFICATIONS 

7. CONTRACTOR IS CAUTIONED TO DETERMINE lF A 4' DIAMETER 
MANHOLE IS LARGE ENOUGH TO CONTAIN SOME OF THE LARGER PIPES 
OR CONFIGURATIONS. IT MAY BE NECESSARY TO PROVIDE A LARGER 
DIAMETER JUNCTION BOX. RECTANGULAR JUNCTION BOXES ARE ACCEPTABLE 
PROVIDED THEY MEET ESCAMBIA COUNTY REQUIREMENTS AND FOOT SPEC. 

3'-6* /' 

I 
■ 

\.. • , ;--_. . 
• 
• . 

-
-
-

-

-
BRICK WITH PLASTER 

- OR PRECAST CONCRET 
- WITH JOINT AND 

LIFTING HOLES TO BE 
- PLASTERED (TYP.) 

-

8" 

;...---- I_i.::J' .- "> 

'-

-

I 
I 

8" 

-' "' I 

STANDARD INL 
AND COVER (TYP.) 

NOTE: STEPS TO BE INSTALLED 
IN BOXES OVER 

I 

PIPE (TYP.) 

Rerolled End Required 

Paid For As 

Pipe Culvert 

H 

F (Pipe To Be Included Under Unit 

Price For Mitered End Section) 

#4 Bar 

E 

AND COVER (TYP.) 

6" 
MIN. 

A 

•
D-I ... 

/ 

,_______________11•-4•---------------1 
BAR A NO 4 

•BAR C N0.4, 12"0.c.~"'- B "' N0.4 RE 
I 

' \ ' I -
I ' -:.,. 
\ N -:.,. 

--<: ' ,..----..._ : '.. 
• 

/? 
~-

"l 
r-- : ) "" 

' 
ANDARD 

'LO 
' NLET .

y:;\ 
__L....+-·· I FRAME "' - ~- 11/ 

' ~ ' LO 

' "' -· 

- -

.. - ---------- i -:.,. 
-:.,.... .. ~-

! 

.. -0 --- -:.,.\.:') 

I 
'LO

'-- 4" CONCRETE COLUMN{TYP.) "' 
EXPANSION JOINT EACH SIDE (TYP.) 

B 

,"/ .., / A/'/ 

-/ -·-

- ~ 

- ~ - 2' ~ 

'--

4' I 

EXPANSION JOINT 

BAR 

PLOT 5/12/21DATE 
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---------

I 

ALL WORK SHALL BE CONSTRUCTED IN ACCORDANCE WITH 
THE MOST RECENT EDITION OF ECUA'S ENGINEERING MANUAL 

NOTE: 
USE TREATED 4x4 POSTS FOR CORNERS, MIN. BURY NOTE: PIPES AND WEIR HAVE BEEN CONTECH PYDP-36 TRASH RACK3'. USE 2x8 TREATED MATERIAL FOR SKIMMER ROTATED FOR CLARITY. SEE PLAN VIEWTOP OF STRUCTURE OR EQUIVALENT TO BE INSTALLED 

' 

: 

• 

: : 

-112 
114 
116 

.. 118 

BOARDS. USE 16d GALV. NAILS MIN. 2 PER DETAIL FOR CORRECT ORIENTATION.TO BE OPEN OVERTOP OF 24" STAND PIPECONNECTION. 

TOP OF SKIMMER ELEV: 125.00 
ENTIRE INTERIOR SURFACE OF ALL SKIMMERS ARE TO 

TOP OF STRUCTURE ELEV: 124. 75 BE LINED WITH SOLID 1/2" TREATED PLYWOOD 
ATTACHED TO 2X8'S WITH 1-1/2" SS WOOD SCREWS 

WEIR SLOT INV ELEV: 123.75 24" CAP W/ 22" 
DIA HOLE CUTOUT 

@ 18" oc. 
6" PVC ORIFICE i :- IN CENTER 
RECOVERY PIPE OUTFALL STRUCTURE 

MAINTAIN 12"2X4 BOARDS PLACED ON (SEE DETAIL) 
z COVER OVER PIPE 24" PEP VERTICAL OPEN TOP ELEV: 122.00TOP OF SKIMMER 2' OC; => 6' WIDE WEIR CUTOUTATTACHED WITH i--12"6" CAP W/ 2.5" DIA°N 11.0' INV ELEV: 123.75 6" PVC ORIFICEHURRICANE CLIPS HOLE IN CENTERRECOVERY PIPE 

(SEE DETAIL) 
24" CAP W/ 22" 
DIA HOLE CUTOUT 6" ORIFICE PIPE INV ELEV: 119.75 

CONTRACTOR TO PROVIDE wIN CENTER .,,- PROPOSED 1 B" THICK, DBOTTOM OF SKIMMER ELEV: 119.60 A SCREEN BONNET • U124" INV ELEV: 119.0050# RIPRAP 
ON FILTER CLOTH AROUND ORIFICE WITH A 6" PVC z 

4X4 POSTS 
MIN BURY 3' 
(TYPICAL) 

e-.-H---+f+-3' MIN 

p 
; 0 90" BEND UP MAXIMUM 1/2" MESH SIZE 

; 

/., 117.50 

4' DI ---- 1/2" PLYWOOD 
OUTF ORIFICE RECOVERY PIPE DETAIL 

·"--- 2X8 BOARDS <sTRUC~URE 11'iv ELEV: 115.50 . • • • 
. ;,,.·, ,', '/'' '' ' ', '/ ', ,'',:.>:,> 

,___ 4.25'---i 

(SUMP) 

. . 

, .b,>.· 

24" PEP 

INV ELEV: 

~--------=-', ..•J..; . NTS'', ; ,, /' ' <l ·.,: .-," ,'.. L,....L....-.-~,C.."-'-__,,____.,,; 
/ . '.,., . 

' . 
..,,N !)' ' 

g ~-1 · 4' DIAMETER CONCRETE<24" PEP- I') g, /OUTFALL STRUCTURE • <A·~ (): 

OUTFALL DETAIL <PLAN)A .. -;~,, : : 
1,: ' \ \ NTS

L r--•--- 0' I ",. . 

/
/ 

\ I \ \ . . J\, '\,: . PROPOSED \./DOD SKIMMER_, _, . (RETENTION POND)h..'" ,A- '., OUTFALL DETAIL 
.J.s: 

/'' i~', 

;~ 
;~1:;'fi;\\ 

-~. 
(;':, '.}; 

l◄li"lJ·"".-. 

~ 
C'J 
(\l 
~ 

u Cl'.) 

0 
0 

I--➔ 0 

0::: 0 
. 'lie

< 

~ 
p,; z 

"'0 0 - ~ ,-.. 
~ ... ,-.. 

I 

~ 
r,:J j I;; <O,-..
r,:J '" .. 

N z ~ ~~o 
1-1 C., IO :2 
C., i:::i::I' XN....., 

~ z O"' 
~ ~ ..

r,:i ic ~ 
I--➔ >-< :;;J <L :', 

~ ~ z ~~~ 0 0 <O 

• O.,..... zzf 

~ 
1--1 r:n. w tO 
Ul r:n. :g c.. r--. 
Ul ~ ~ ,::t.. 
~ ~ ..... ~ 

Q 
i:.. o e 
0~ 

:i:~ P... <L 
I--➔ P... 

~ 
i:.. 
0 

A 
~ 

Q <
0 
P'.1 

DRAVv'NBY: 

A.BGRKEIT 

DESIGNED RY: 

D. FITZPATRICK 

PROJECT 
Nl;MBER 

PLOT 
DATE 
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. 

" 
0 

';; i: C\J 
r----

. C'iB 
: 

L 
: ! . 

. 

PROPOSED 
POND OUTFALL 
STRUCTURE #16 

: : 

,(SEE DETAIL) \ 

BOTTOM 

(J\ 

N 
N 
·o. 

I 

/ 

~~~B ✓/~73.4' . :<S(JJ~'/ .,.111 
113 
1 I 5 
1.1] ~ ' ,,,_:::. 

er'\ 166.s' --------i 
\_ PROPOSED EMERGENCY 

OVERFLOW FLUME 
(SEE DETAIL) 

WET DETENTION POND DETAIL 
SCALE: 1"=30' 

(PROFILE) 
NTS 

0 

SPACING (TYP) 
4x4 POSTS 10' MAX 

-------
TRANSITION TO GRAVEL 
@ R/W BOUNDARY 

SMOOTH TRANSITION 

cti 
DEWATERING NOTE: 
DEWATERING MAY BE REQUIRED DURING CONSTRUCTION OF THE E . 6. o'.,----1 

l 
2.0'POND. CONTRACTOR IS TO OBTAIN APPROPRIATE PERMIT(S) AND 

MODIFIED PROCTOR (MIN LBR 40 

12' COMPACTED SUBGRADE 

FILTER FABRIC J 
E2.0'NOTE• DRIVE\IAY TD BEFOLLOW ALL REGULATIONS FOR DEWATERING. CONCRETE \/!THIN PUBLIC R/\1 PROPO.SED SIDEWALK j

RIPRAP TO (SEE DETAIL) 
OF POND 

POND FUNCTIONALITY NOTE: 6' THICK GAB DRIVE ',// MAX 1:6 
SLOPE COMPACTED TD 98%THE TREATMENT POND HAS BEEN DESIGNED AS A WET END SKIMMER

DETENTION POND DUE TO LOW PERMEABILITY UNDERLYING SOILS. @ TOP OF POND 
DUE TO THE LACK OF GROUNDWATER, THE POOL ELEVATION MAY 0,5' END SKIMMERDROP BELOW THE DESIGNED ELEVATION DURING DRY PERIODS. 10'R @ TOP □F POND!O'R 4' THICK, 2500 PSI CONCRETE 

REINFROCED \I/ FIBERMESH 

. 6" THICK, 3000 PSI CONCRETE ::-.--·.-, 
;· REINFORCED W/ WWM DR FIBERMESH ·. SMOOTH TRANSITION 

18' THICK, 50# RIPRAP98% MODIFIED PROCTOR 
ON FILTER CLOTH 

POND ACCESS DETAIL 
NTS 

POND ACCESS DRIVEWAY DETAIL 6.0'---J 
N.T.S. 

'---~•- 0 

STABILIZATION NOTE: CONTRACTOR IS TO SOD EMERGENCY OVERFLOW FLUME 
& PIN ALL SIDE SLOPES OF POND & BERM TOP EDGE OF ALL POND SIDE SLOPES NTS
ABOVE PERMANENT POOL WITH BAHIA SOD TO BE 1;6 SLOPE FOR FIRST 15' TO 
ONLY ONCE FINAL GRADES ARE ESTABLISHED ALLOW VEHICLE ACCESS AROUND POND 

15.0' VAR 20.0' 8.0' VARIES 8.0' 20.0' VARIES 15.0' 

B 

J SKIMMER NOTES· 
I 1 1. USE TREATED 4x4 POSTS FOR CORNERS, MIN. BURY 3'. 

6 2. USE 2x8 TREATED MATERIAL FOR SKIMMER BOARDS. 
3. USE 16d GALV. NAILS MIN. 2 PER CONNECTION. 

11 TOP' OF POND ELEV: T□P EDGE OF FLUM!\: 18' THICK, 50# RIPRAP6 ON FILTER CLOTH 
PROPOSED \JOOD SKIMMERL 

1~ PERM. POOL ELEV: 120.0 

125.0 
,,.,.,,.,. 

12.0' 1.00' 5.0'=9to'f-5.0'-\---14 FLOW EL£V, 124.75 

SKIMMER TOP ELEV: 125.00 , - TOP_J:LEV;_J ZS.Q__ 
: I1L:: ::.J 1 SKl!',-1~ER BOTTOM ELEV: 12:4.Ja/·

2 2 
(RETENTION POND) 4' THICK, 2500 PSI 

CONCRETE REINFR□ CED 
\JI FlBERMESH 

SECTION A-A \_\/RAP FILTER CLOTH 
18' CONCRETE TOE UNDER TOENTS 12' CONCRETE TOE 

4x4 POSTS 10' MAX SPACING (TYP) 

- PROPOSED 18" THI( 
, ' 50# RIPRAP SECTION D-D 

ON FILTER CLOTH 

\ 

NTS 

STABILIZATION NOTE: CONTRACTOR IS TO SOD 
& PIN ALL SIDE SLOPES OF POND & BERM TOP EDGE OF ALL POND SIDE SLOPES 
ABOVE PERMANENT POOL WITH BAHIA SOD TO BE 1;6 SLOPE FOR FIRST 15' TO 
ONLY ONCE FINAL GRADES ARE ESTABLISHED ALLOW VEHICLE ACCESS AROUND POND 

os·-j f=::_ TI f-os·15.0' 20.0' 8.0' 14.0' VARIES 14.0' 8.0' 20.0· VARIES 15.0' · , , s.o• ELEV•· r ,TOP 125.0 

FLOW ELEV: 1205 II..7 1 ,. . I .I 

4' THICK, 2500 PSI CONCRETE · ::J ~ 
REINFROCED 1,// F!BERMESH Q11 

6 
SECTION E-E 

NTSTOP OF POND ELEV: • 125.0 
···--~·, ---· .. --------

1~ PERM. POOL ELEV: 120.0
4 

::.J 1 
2 

BOTTOM OF POND ELEV: 111.0 

SECTION B-B 
NTS 
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